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1. Completing a brazed joint in vice for strength testi whilst purging with OxygenFree Nitrogen.



2. Carrying out a strength test in vice using Oxygen Free Nitrogen prior to fitting to the system.
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3. Carrying out a tighnss test on the system using Oxygen Free Nitrogen.

= East Kilbride
= Group

= Training

= Association




= East Kilbride
= Group

= Training

= Association

REFRIGERATION

4. Evacuating the system below 2 Torr/2000 microns/2.7m bar/270 Pa.
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5. Identifying type and state of refrigerant in cylinder prior to charging using a comparator.
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6. Charging a zeotropic blend refrigerant into the system.



7. Using an electronic leak detector for a direct leak check on a running system.



8. Connects and disconnects gauges to a running system with minimal refrigerant loss.



9. Connecting a digital vacuum gauge to a Schraeder valve.



10. Recovering refrigerant from the system into recovery cylinder.



11. Draining oil from a compressor.



12. Completing the paperwork.



